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Figure 1. Bowtie Diagram for Methanol ς Bunkering 
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Figure 2. Bowtie Diagram for Methanol ς Storage 
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Figure 3. Bowtie Diagram for Methanol ς Preparation / Mixing Room 
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Figure 4. Bowtie Diagram for Methanol ς Engine Room 
 
  



DBI ς The Danish Institute of Fire and Security Technology 

Annex A: Bowtie Analysis  |  11/2025 

Rev. 0.1 | Validity: Final 

 

 
 

 

Page 7 of 14 
 

 
 

Figure 5. Bowtie Diagram for Ammonia - Bunkering 
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Figure 6. Bowtie Diagram for Ammonia ς Storage 
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Figure 7. Bowtie Diagram for Ammonia ς Preparation / Mixing Room 












